
Remarks:
The motor has changed significantly since last test as you can see comparing the numbers. The P.I test is a half of last years test, when the P.I test drops
below 1 I will recommend changing the motor. For now lets keep a close eye on this motor.

Time (Seconds)

50 100 150 200 250 300 350 400 450 500 550 600

M
o

h
m

0.00

200.00

400.00

600.00

800.00

Test: Polarization Index Test

Date: 07/21/21 8:24 AMDated Test Event

Date: 07/21/21 8:24 AMDated Test Event

 07/24/21 10:16 AMCreate Date

Report Title Annual Motor Diagnostics Report

Asset Name #3 Vacuum Pump
Description USG

Submitted By Chris Senter


